NOTICE OF ADDENDUM NO. 2

Issued on May 19, 2017

TITLE: THE KENMORE MIDDLE SCHOOL CAPACITY OPTIMIZATION PROJECT AT THE EXISTING KENMORE MIDDLE SCHOOL SITE, LOCATED AT 200 SOUTH CARLIN SPRINGS ROAD, ARLINGTON, VIRGINIA 22204

ITB NO.: 87FY17

ITB ISSUE DATE: MAY 3, 2017

BID CLOSING DATE AND TIME: MAY 25, 2017 PRIOR TO 2:00 P. M., (LOCAL PREVAILING TIME)

BID OPENING DATE/TIME: PROMPTLY FOLLOWING BID CLOSING

See Attachment for VMDO Addendum

This Addendum #1 for ITB 87FY17 – THE KENMORE MIDDLE SCHOOL CAPACITY OPTIMIZATION PROJECT AT THE EXISTING KENMORE MIDDLE SCHOOL SITE, LOCATED AT 200 SOUTH CARLIN SPRINGS ROAD, ARLINGTON, VIRGINIA 22204, must be signed, dated and received in the Purchasing Office prior to the date and time stated above “OR” acknowledgment of receipt of this addendum may be noted on the ITB. (See Page 00 4100-3).

ISSUED BY:

Ellen H. Wills, CPPB, VCO
Assistant Director of Purchasing
Telephone: (703) 228-7649
Cell: (703) 244-6580
Email: ellen.wills@apsva.us
ADDENDUM

ADDENDUM NO. 02
DATE 05.18.2017
PROJECT 1215 Kenmore Middle School Capacity Optimization
        APS # 87FY17

TO ALL BIDDERS: The following constitutes Addendum No. 02 to the Contract Documents dated April 28, 2017, for the Kenmore Middle School Capacity Optimization. This addendum shall be attached to the Contract Documents and shall be part thereof to the same extent as if it were originally included. The contractor shall be responsible for coordinating these changes as they affect other work in the Contract Documents. Bidders shall acknowledge receipt of this addendum on their bid form.

TOTAL FORM PAGES
01

TOTAL SPECIFICATION PAGES ATTACHED
00

TOTAL DRAWING SHEETS ATTACHED AS FOLLOWS: 00 8.5X11 00 11X17 00 30X42 00 OTHER

REVISIONS TO SPECIFICATIONS:
N/A

REVISIONS TO DRAWINGS:
N/A

QUESTION RESPONSES:

Q: Sheet A101 - Is the metal stud framing shown on wall section 11 to be used behind all areas where new wall pads are identified?
A: New wall infill is confined to the width of the existing storefront windows (2). Wall pads shall be mounted to existing wall surfaces in all other locations.

Q: Sheet A103 - Elevation #8 - Are the HM Frames glazed with GL-1 part of the Contractor's scope? If they are please provide wall type and wall thickness information for pricing.
A: HM frames are installed in existing 6” metal frame walls.

Q: Are there new floor finishes in Room's 190 & 390?
A: Provide new VCT flooring throughout rooms 190 and 390 from Manufacturer's standard colors.

END OF ADDENDUM